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	1.0
	
PURPOSE
z	
The purpose of this document is to present the test pro-
}	 cedures used during the performance of an evaluation
test program. The test program was performed to obtain
j	 thermal performance data on the Owens-Illinois Sunpak
E	 solar collector under simulation conditions.
1	 The test was conducted utilizing the MSFC Solar Simula-
tor in accordance with the test requirements specified
in Reference 2.1 and the procedures contained in Refer-
ence 2.2.
	
2.0
	
REFERENCES
	
2.1
	 SHRAE 93-77	 Method of Testing to Determine the
Thermal Performance of Solar Col-
lectors
	
2.2	 MTCP-FA-SHAC-400
	
Procedure for Operation of the MSFC
Solar Simulator Facility
	
3.0	 COLLECTOR DESCRIPTION
Manufacturer:	 Owens-Illinois
Manufacturer's
	 P. O. Box 1035
Address:
	 Toledo, Ohio 43666
Type:
Working Fluid:
Gross Collector
Area, Ft2:
Overall External
Dimensions:
Normal Tube
Dimensions:
Collector Glazing:
Sunpak - Evacuated Tube
Water
32.0
Width, feet:
	
4.0
Length, feet:
	
8.0
Aperture Area, Ft ` :	 27.4
2 Inch Diameter x 44 Inches Long
Evacuated Tube
Ccver Tube Transmittance Factor, .92
Absorber Tube Absorptivity Factor, .86
Absorber Tube Emissivity Factor, .07
Empty:	 110.0
Water Filled: 185.0
Weight, lbs:
k
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4.0	 SUMMARY
This test program was performed to evaluate the thermal
performance of an Owens-Illinois Sunpak liquid, evacuated
tube, solar collector under simulated conditions. A
schematic of the collector array is shown in Figure 1.
The test conditions and the data obtained ,during the test
program are listed in Table I for the thermal performance
test and in Table II for the incident angle modifier test.
A representative flux map is shown in Table III. In addi-
tion, a graphic presentation of the data obtained from the
performance tests is shown in Figures 2 and 3. The transi-
ent effects of the solar incidence angle and the time con-
stant on the collector are shown in Figures 4 and 5. Figure
6 defines the locations of instrumentation used in this per-
formance program.
The only common ground for comparing overall collector
performance should be the "all day efficiency" rather
than FRd_r. No standard practice has been established,
but each collector should be evaluated for space heating,
domestic hot water and solar cooling or process heat appli-
cations at a nominal location. This would assist the solar
designer in choosing the most efficient collector for a
particular application. Evacuated tube collectors are
effective for solar cooling applications; therefore,
according to the procedure in NBSIR 78-1305A, an all lay
efficiency for the Sunpak liquid collector was calcula:.2d
for a typical solar cooling application. The selected
site dependent data in conjunction with test results used
in this determination are shown in Table IV.
The tests were performed on a module used on the early demonstration
projects. A current production module is undergoing tests -,ith results
to be in a subsequent report.
	5.0
	
'PEST CONDITIONS AND TEST EQUIPMENT
	
5.1
	
Ambient Conditions
Unless otherwise specified herein, all tests were per-
formed at ambient conditions existing in Building 4619
at the time of the tests.
	
5.2	 Instrumentation and Equipment
All test equipment and instrumentation used in the per-
formance of this test program comply with the require-
ments of MSFC-MMI-5300.4C, Metrology and Calibration.
Instrumentation locations on the test loop and collector
are depicted in Figure 5. A listing of the equipment
used in each test follows.
Apparatus
Pyranometer
Liquid Loop
Directional Anemometer
Flowmeter
Platinum Resistance
Thermometer
Digital Printer
Fans
Solar Simulator
Pressure Gage
Manufacturer/Model
Eppley - PSP
MSFC Supplied
Supplied by AMC
Foxboro/1/2-2 81T3C1
Hy-Cal
Doric Digitrend 220
MSFC Supplied
MSFC Supplied
U.S. Gage Co./
Ashcroft
Range/Accuracy
0-800 BTU/Ft 2• Hr + 3%
.1 - 1.2 GPM
0 - 60 MPH
.1 - .91 + 1% GPM
0-500°F + 0.5°F
0 - 500 MV + 2%
N/A
See Reference 2.2
0 - 60 PSIG + I PSI
The PSP pyranometer was calibrated by the manufacturer. The stated
accuracy reflects the overall expected accuracy through the data
acquisition system. A standard test setup is depicted in Reference
2.2.
3
u
TEST REQUIREMENTS AND PROCEDURES
Collector Thermal Efficiency Test
Requirements
6.0
6.1
6.1.1
Utilizing the MSFC Solar Simulator and the portable
liquid loop, parametric performance evaluation data
shall be recorded of the following test variables and
conditions. The liquid to be used is the manufacturer's
recommended heat transfer fluid. If not specified, the
test shall be performed using water as the working
fluid. No preconditioning was necessary due to previous
exposure.
Variable/Condition
(1) Collector inlet liquid
temperature differential
above existing ambient
temperature level
(2) Collector outlet liquid
temperature
(3) Incident solar flux level
Requirement
0 °F, 25°F, 75 'F, and
100 °F
Measured data
250, 300 B'PU/Hr • Ft 2 OF
6.1.2
(4) Liquid flow rate through
collector
(5) Wind speed
(6) Ambient air temperature
D^-A--o
2.5 lbm/min (0.3 GPM)
7.5 mph
Existing room condition
1. Mount test specimen on test table at a 45° angle
with reference to the floor.
2. Assure that simulator lamp array is adjusted to an
angle of 45° with reference to the floor.
3. Using the procedure contained in Reference 2.2, align
the test table so the test specimen's vertical cen-
terline coincides with the vertical centerline of
the lamp array and the distance from the loop of the
test specimen to the lens plane of the lamp array is
9 feet.
4. Insulate all liquid lines.
5. Connect instrumentation leads to data acquisition
system.
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6.0	 TEST REQUIREMENTS AND PROCEDURES (Continued)
6.1	 Collector Thermal Efficiency Test (Continued)
6.1.2	 Procedure (Continued)
6. Assure that data acquisition system-is operational.
7. Perform sensor accuracy verification tests.
8. Establish required wind speed.
9. Start liquid flow loop and establish the required
flow rate.
10. Establish the required inlet temperature.
11. Power up solar simulator in accordance with Refer-
ence 2.2 and establish the required solar flux level.
12. Record data for a minimum of five minutes at these
stabilized conditions.
13. Repeat Steps 9 through 12 as necessary to comi.lete
all the required test conditions with independent
tests as specified below.
Test
No.
1
2
3
4
Inlet Liquid
Temperature
Differential
Above Existing
Ambient Temp.,
of
0
0
25
25
Solar Flux
BTU/Hr•Ft 2 OF
250
300
250
300
250
300
250
300
Liquid
Flow
Rate
2.5
2.5
2.5
2.5
2.5
2.5
2.5
2.5
Wind
Speed,
MPH
7.J
7.5
7.5
7.5
7.5
7.5
7.5
7.5
5
6.0
	
TEST REQUIREMENTS AND PROCEDURES (Continued)
6.1	 Collector Thermal Efficiency Test ( Continued)	 ^.
6.1.3	 Procedure ( Continued)
14. Upon completion of testing, power down simulator
and liquid loop in accordance with Reference 2.2.
6.1.3
	 Results
The results for the thermal efficiency test are con-
tained in Table I and are presented graphically in
Figures 2 and 3.
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6.0	 TEST REQUIREMENTS AND PROCEDURES (Continued)
r
6.2	 Incident Angle :Modifier Test
6.2.1	 Requirements
The collector incident angle modifier shall be deter-
mined by tilting the collector at 10°, 20°, 30°, 40°
and 50° with respect to the solar simulator surface.
The liquid flow rate shall be 2.5 lbm/min + 0.10, with
the inlet temperature controlled to within + 2°F of
ambient. The insolation rate shall be 300 BTU/Ft2•Hr.
The liquid to be used is the manufacturer's recommended
fluid. If not specified, the tests shall be performed
using water: as the heat transfer medium. The following
data shall be recorded during the tests.
(1) Collector tilt angles.
(2) Ambient air temperature.
(3) Collector inlet liquid temperature.
(4) Collector outlet liquid temperature.
(5) Collector differential temperature.
(6) Incident solar flux level.
(7) Liquid flow rate through the collector.
6.2.2
	
Procedure
1. Set up collector at required tilt angle.
2. Establish required flowrate.
3. Establish required inlet temperature.
4. Establish solar simulator flux level at 300 BTU/Ft2•
Hr and measure the flux levels at 24 locations on
the collector surface and record on data sheet.
5. Record data for at least five minutes at above stabi-
lized conditions.
6. Repeat above steps as necessary to obtain required
data for each tilt angle.
6.2.3	 Results
The results of the incident angle modifier test are pre-
sented in Table II and are shown graphically in Figure 4.
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6.0	 TEST REQUIREMENTS AND PROC OURES (Continued)
6.3	 Collector Time Constant Test
6.3.1	 Requirements
The collector time constant shall be determined by
abruptly reducing the solar flux to zero. This will
be done with the inlet temperature adjusted to within
f 2 0 F of ambient while the liquid is flowing at 2.5
lbm/min.
The differential temperature across the collector shall
be monitored to determine the time required to reach
the condition of:
AT (t)
 _ ,368
,&Ti
where AT(t) is the differential temperature at time t
after the solar flux is reduced to zero and 0 Ti is the
differential temperature prior to the power down of the
solar simulator. The liquid to be used as the collector
heat transfer medium shall be as specified by the manu-
facturer. If this liquid is not specii ed, use water as
the fluid.
The following data will be recorded for the test:
(1) Solar flux.
(2) Ambient temperature.
(3) Inlet liquid temperature.
(4) Collector differential temperature.
(5) Liquid flow rate.
(6) Specified heat transfer medium.
6.3.2	 Procedure
1. Adjust the liquid (water) flow rate to 2.5 lbm/min.
2. Adjust the inlet temperature to ambient f 20F.
3. Power up the solar simulator and establish a solar
flux level of 300 BTU/Ft2•Hr.
4. Establish wind speed of 7.5 mph.
5. Record data for ten minutes at above stabilized
conditions.
6. Power down solar simulator.
7. Record the change of LT across the collector.
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6.0
	
TEST REQUIREMENTS AND PROCEDURES (Continued)
6.3	 Ti., Constant Test (continued)
6.3.3	 Results
The results of the time constant test are shown in
F.igure S .
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	7.0
	
ANALYSIS
	
7.1
	
Thermal Performance Test
The analysis of data contained in this report is in
accordance with the National Bureau of Standards recom-
mended approach. This approach is outlined below.
The efficiency of a collector is stated as:
n qu/A	 m Ctf (t f,e - tf,i)	 (1)
	
=	 I	 I
where:
qu	 = rate of useful energy extracted from the Solar
Collector (BTU/Hr)
A	 - Gross collector area (Ft2)
I	 = Total solar energy incident upon the planQ of
the solar collector per unit time per unit
area (BTU/Hr•Ft2)
m	 = .lass flow rate of the transfer liquid through
the collector per unit area of the collector
(Lbm/Ft2•Hr)
C t f = Specific heat of the transfer liquid (BTU/Lb-°F)
tf , e - Temperature of the transfer liquid leaving the
collector (°F)
t f'i = Temperature of the transfer liquid entering the
collector (°F)
Rewriting Equation (1) in terms of the total collector
area yield:
(mA)C t f (tf , e - tf,i)
	
K Ctf (t f,e - t f, l)	 (2)
	
3	 - 3
(IA)	 Pi
Notice that:
Pi - IA = Total Power Incident on the Collector.
:iiA - M	 Total Mass Flow Rate through the Collector.
Therefore, M Ctf(tf,e - tf , i) = Total Poker Collected by
the Collector.
10
	7.0
	 ANALYSIS (Continued)
	
7.1
	 Thermal Performance Test (Continued)
Substitution in Equation (2) res ,ilts in:
_ Pabs
Pinc
where:
Pabs = Total collected power
Pinc = Total incident power
This value of efficiency is expressed as a percentage
by multiplying by 100. This expression for percent
efficiency is:
Collector Efficiency = Pabs x 100	 (4)Pinc
or, from Equation (2), collector efficiency is defined
.by the equation:
% Eff.= '^' C tf (t f,e - tf,i) x 100
	
(5)
Pi
Each term in Equation (5) was :measured and recorded inde-
pendently during the test. The calculated values of
efficiency were determined at sixty-second intervals.
The mean value of efficiency was determined over a five-
minute period during which the test conditions remained
in a quasi-steady state. Each five-minute period con-
stitutes one "data point" as is graphically depicted on
a plot of percent efficiency _rsus
(t i - ta)/I
where:
ti = Liquid inlet temperature (°F)
to = Ambient temperature (°F)
I = Incident flux per unit area (BTU/Hr,Ft2)
The abscissa term ((t i - ta)/I) was used to normalize the
effect of operating at different values of I, ti and ta.
The results are found in Figure 2. Collector efficiency
as a function of inlet temperature is snown in Figure 3.
The first order polynomial to best describe the test re-
sults is:
Efficiency = a 0 + al-r
(3)
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	7.0
	
ANALYSIS (Coi '-.inned)
	
7.1
	 Thermal Performance Test (Continued)
where:
7 - ( Ti - Ta)/I
and the coefficients for the configuration are deter-
mined to be:
Flow Rate (Lbm/Min)	 2.5
a0	 0.49E
al	 -0.240
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	7.0
	
ANALYSIS (Continued)
	
7.2
	
Incident Angle Modifier Test
Two methods are proposed by ASHRAE 93-77 for incident
angle modifier tests. For the MSFC Solar Simulator
Facility, only method 1 (tilting the collector) is
applicable. The collector was adjusted so that the
incident radiation angles were 0°, 10°, 20°, 30°, 40°,
and 50 0 to the normal of the collector surface. The
collector was too large to tilt 600.
According to 93-77, the incident angle modifier is de-
fined as
n	 (1)KdT	 FR ( rcf ) n
where YL = efficiency at tilted angle.
FR(,';CT)n = Intercept of efficiency curve
at normal incident angle = 0.496
For equation (1) to be applicable, the inlet liquid temp-
erature must be controlled to within + 2°F of the ambient
air temperature. In cases where the inlet liquid tempera-
ture cannot be controlled to within + 2°F, the following
equation *rust be used to evaluate the incident angle
modifier.
Tf,i - Ta
	
+- FRUL
	
I
Rd?	 (2)FR (cLT) n
where
FRUL is the negative of the slope determined
from the thermal efficiency curve, = 0.24
Table —^ shows that the inlet liquid temperatures were
not all wit:lin + 2°F of ambient air temperature. Hence,
equation (2) was used for evaluation.
Tf , i - Ta
	
h + 0.24	 I
KQ T
	 0.496
The results of this computation are shown in Table Ii
and plottau against incident angle in Figure 4.
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	7.0
	 ANALYSIS (Continued)
	
7.2	 Incident Angle Modifier Test (Continued)
The purpose of the incident angle modifier is to allow
a designer or analyst to predict the total daily energy
output from the collector, as the sun tracks from east
to west. Most collectors are more efficient at normal
incidence than at other angles, but some are even more
efficient at angles other than normal. The only common
ground for comparing collectors should be the "all day
efficiency" rather than FRCZ'. Eiowever, the prospective
application of the collector also influences the value
of "all day efficiency." That is, for low temperature
applications such as space heating or domestic hot water,
a typical flat plate collector may have an all day effi-
ciency of 40%, but for solar cooling applications the
all day efficiency might be 20%. Therefore, criteria
should be established to rate each collector for space
heating, domestic hot water, and solar cooling at a
nominal location, because efficiencies are also dependent
on outdoor ambient temperatures.
Evacuated tubes are effective for solar cooling applica-
tions; therefore, according to the procedure in NBSIR
78-1305A the all day efficiency of the Sunpak for a
typical solar cooling application is 30.6%. The se-
lected site dependent data in conjunction with test data
used in these determinations is shown in Table IV. No
standard criteria has been established for "all day effi-
ciency", and these calculations are dependent on system
operating parameters, site data, time of year and daily
weather; therefore, the above information should be
viewed as interesting but not conclusive.
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	7.0
	 ANALYSIS (Continued)
	
7.3	 Time Constant Test
Two methods are proposed by ASHRAE 93-77 for conducting
a time constant test; however, due to facility limita-
tions, the first method was used. This method consisted
of shading the collector and maintaining a constant flow
rate and inlet temp--rature while obtaining data.
According to the definition of time constant given in 93-
77, it is the time required for the ratio of the differ-
ential temperature at time T to the initial differential
temperature to reach .368, when solar insolation is re-
duced to zero. It can be expressed as:
Tf,e,t - Tf,i
= .368
	
(1)
T f,e,ini - Tf,i
If the inlet liquid temperature cannot be controlled to
equal the ambient air temperature, then the following
equation must be used
FRUI, ( T f,i -T a ) + mg (T f ^ e ^z- - Tf^i)	
_ .368	 (2)
FRUL
 (Tf , i-Ta) +A-^ (Tf,e,ini-Tf,i)
where:
Tf,e,T
	
Exit liquid temperature at time z
Tf'i	 Inlet liquid temperature
Tf,e,ini	 Initial exit liquid temperature
m	 Liquid mass flow rate, Lb/Hr
Cp	 Specific heat of liquid, BTU/Lb-IF
Ag	 Gross collector area, ft2
FRUL	Negative of the slope determined from
the thermal efficiency curve
The inlet temperature was maintained within f 2°F of the
ambient, hence equation (1) was used for evaluation. From
Figure 6 the time constant was determined to be 20 minutes.
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TABLE III
REPRESENTATIVE FLUX MAP
RECORDED FOR SUNPAK COLLECTOR TEST
Tube No. 1 4 8 12	 I
BTU/'Hr • Ft 2	 i 304.3 286.1 274.9 263.8	 a
-	 - --•t ---- - -r---- -
BTU/Hr • Ft 2
	j 303.9 316.9 1301.7 I	 300.1	 !	 B
--+ - --- -4-	 I
BTU/Hr • Ft 2 286.1 279.0 282.3 292.4	 I	 C
BTU,/Hr-Ft 2 288.3 301.3 287.9 278.6	 I	 D
BTU/Hr • Ft 2 289.0 319.5 304.6 JI	 297.2	 j	 E
i	 BTU/Hr • Ft 2 283.8	 I 278.6 312.1294.2
^ 1
F
(Average Flux Recorded
292.7 BTU/Hr-Ft")
* See Figure 1 for pyranometer locations.
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